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The French D m  on the OW1 Intern Remedial Acuon overflowed on July 22 1992 for a few 
hours The ovefflow was determined to be caused by a clog m the floor dram sump The 
dram was reamed out and that seemed to clear up the problem Inspechon of the floor d m  
has now been included In the dady inspection of the vault. After dscussions with EG&G 
personnel it u beheved that very hrtle of the overflow reached the South Interceptor Ditch and 
that most of water went nght back lnto the French Dram 

A sample of the overflow was taken for chemical analysts and a copy of the analpcal report is 
attached Please note that thls is a prehminary report and the data has not been validated The 
concentrabons of tnchloroethene and tetrachloroethene were 5 7 and 9 6 ppb respectively 
These concentrabons are slightly above the ARARs of 5 ppb for both compounds The gross 
alpha and gross beta acuvity was below the ARARS 

If you have any questions please contact Paul Smgh at 966-7565 
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